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Coils (Type 0)

No values defined!
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Discrete Inputs (Type 1)

No values defined!
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Input Registers (Type 3)

Address Description Factor Unit
0  Temperature sensor 1 0.1  °C
1  Temperature sensor 2 0.1  °C
2  Temperature sensor 3 0.1  °C
3  Temperature sensor 4 0.1  °C
4  Temperature sensor 5 0.1  °C
5  Temperature sensor 6 0.1  °C
6  Temperature sensor 7 0.1  °C
7  Temperature sensor 8 0.1  °C
8  Frequency sensor 1  l/h
9  DipSwitch 1

10  Relay 1 1 %
11  Relay 2 1 %
12  Relay 3 1 %
13  Relay 4 1 %
14  Relay 5 1 %
15  Output 1 1 %
16  Output 2 1 %
17  Output 3 1 %
18  Output 4 1 %
19  Lin Out 0.1 %
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Holding Registers (Type 4)

Address Description Factor Unit
0 Parameter Hot water heating >> Hot water set -
1 Parameter Disinfection >> Hot water set -
2 Parameter Hot water heating >> Emerg. op. -
3 Parameter Hot water heating >> Emerg. op. >> Speed -
4 Parameter Disinfection >> Start request -
5 Parameter Disinfection >> Cancel request -
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